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NOTE: For every 1" this fireplace is raised off the floor,

the non-combustible hearth protection pad may be reduced

by 2".  If this fireplace is raised off the floor more than 6",

No hearth protection pad is required.

ADJACENT WALLS:

A wall perpendicular to and in front of this fireplace's

glass door surface must be at least 12 inches from the

side edges of the visible glass.

A wall at 45° to the glass surface and starting at this

Fireplace's outer edge is permitted. Projections behind

this wall (in shaded area) are permitted.

24" min. Non-combustible Hearth

protection required [SEE HEARTH

PROTECTION PAD R-RATING, PAGE 12]

5/8" min. from unit front

edge to back edge of hearth

pad. Spacer is installed on fireplace.

NON-COMBUSTIBLE ZONE


